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A. COORDINATE LOCATION/INSTALLATION OF MECHANICAL AND ELECTRICAL
WORK WITH ALL OTHER TRADES. NO ASPECT OF A SYSTEM INSTALLATION OR ITS
ROUGH-IN SHALL COMMENCE UNTIL PROPER AND TIMELY COORDINATION WITH ALL
TRADES ASSOCIATED WITH THE INSTALLATION HAS TRANSPIRED. ITEMS TO BE
COORDINATED SHALL INCLUDE BUT NOT BE LIMITED TO: BUILDING STRUCTURE,
SHEET METAL, PIPING SYSTEMS, LIGHT FIXTURES, CONDUITS, CABLE TRAYS, ETC.
REFER TO ALL GENERAL, MECHANICAL, AND ELECTRICAL DRAWINGS AND
SPECIFICATIONS FOR THIS PROJECT.
B. PROVIDE THE REQUIRED PENETRATIONS WHILE ROUTING CABLING
THROUGH THE BUILDING. COORDINATE FIRE RATED PENETRATIONS. PROVIDE
CONDUIT SLEEVES AND FIRE STOPPING TO MAINTAIN THAT RATING.
C. PROVIDE J-HOOKS, BRIDLE RINGS AND OTHER ACCESSORIES REQUIRED TO
SUPPORT ALL TELECOMMUNICATIONS AND SECURITY MANAGEMENT SYSTEM
CABLING.
D. REFER TO ELECTRICAL DETAILS DRAWINGS FOR ADDITIONAL INFORMATION.
E. E. REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.

GENERAL NOTE:
A. MATRIX IS NOT INTENDED TO BE EXHAUSTIVE TO COVER ALL MATERIALS
NECESSARY FOR SCOPE AND SHOULD ONLY BE USED TO QUICKLY IDENTIFY SYSTEMS
AND RELATED INFRASTRUCTURE INSIDE AND OUTSIDE THE BID OF THIS PROJECT. ANY
ITEMS FURNISHED OR INSTALLED BY THE BIDDING CONTRACTOR SHALL COVER ALL
REQUIRED APPERTUNANCES NECESSARY FOR A COMPLETE SYSTEM. THIS SHALL
INCLUDE BUT NOT BE LIMITED TO, EQUIPMENT, ACCESSORIES, TERMINATIONS,
TERMINATION COMPONENTS, ALL FINAL CORDAGE CONNECTIVITY, SOFTWARE,
PROGRAMMING, AND THE LABOR TO INSTALL.

TECHNOLOGY GENERAL NOTES
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