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KEYED NOTES

@ DEMO EXISTING EQUIPMENT. DEMO ASSOCIATED ELECTRICAL BACK TO PANEL.
REFERENCE ELECTRICAL DRAWINGS. DEMO ASSOCIATED CONTROLS. DEMO GAS
PIPING BACK TO MAIN OR NEAREST CONNECTION POINT AND CAP.

@ DEMO GAS PIPING BACK TO MAIN OR NEAREST CONNECTION POINT AND CAP.

@ EXISTING GAS PIPING TO BE BURRIED IN NEW WALL FRAMING, THEREFORE RELOCATE
ALL SERVICEABLE GAS LINE VALVES AND PARTS TO INTERSTITIAL SPACE.
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